




















































































































































































































































































































































































































































































































































  
H2 Environmental Consulting Services      ASBESTOS & LEAD SURVEY REPORT 

 

SECTION 2 
SURVEY SUMMARY 

LEAD XRF SURVEY RESULTS 
BUILDING 28 
 
Phase 2 - Fullerton Mill - 2069218 AS 
2001 East Orangethorpe Avenue 
Fullerton, California  

 
The list materials and their components where Lead Based Paint (LBP) was detected at or in excess of the HUD/EPA 
standards of 1.0 mg/cm2 (Los Angeles County has established a more stringent standard for lead-based paint at 
0.7mg/cm2 ) by XRF method which is listed in the table below. All XRF readings below the regulatory defined action level 
are considered negative and all readings at and above these levels are considered positive. 
 

Shot 
# Unit Room Tested Wall Color Component Substrate Quantity 

Paint 
Condition Result Neg/Pos 

01 Bldg. 28 New Training Room East Blue Door Frame Metal 2 Each Intact 0.00 Negative 
02 Bldg. 28 New Training Room East Blue Door Metal 2 Each Intact 0.00 Negative 
03 Bldg. 28 New Training Room East Blue Wall Drywall 2,400 SF Intact 0.00 Negative 
04 Bldg. 28 New Training Room West White Door Frame Metal 4 Each Intact 0.00 Negative 
05 Bldg. 28 Hallway East White Door Frame Metal 8 Each Intact 0.00 Negative 
06 Bldg. 28 Hallway East White Wall Drywall 4,672 SF Intact 0.00 Negative 
07 Bldg. 28 Hallway North Blue Door Frame Metal 1 Each Intact 0.00 Negative 
08 Bldg. 28 Hallway North Blue Door Metal 2 Each Intact 0.00 Negative 
09 Bldg. 28 Storage Room 1 North White Ceiling Drywall 199 SF Intact 0.00 Negative 
10 Bldg. 28 Storage Room 1 North White Wall Drywall 920 SF Intact 0.00 Negative 
11 Bldg. 28 Men’s Restroom South White Door Frame Metal 1 Each Intact 0.00 Negative 
12 Bldg. 28 Men’s Restroom South Bare Door Wood 1 Each Intact 0.00 Negative 
13 Bldg. 28 Men’s Restroom South White Wall Drywall 184 SF Intact 0.00 Negative 
14 Bldg. 28 Men’s Restroom South Gray 6”x6” Wall Tile Ceramic 92 SF Intact 0.00 Negative 
15 Bldg. 28 Men’s Restroom South Blue 6”x6” Wall Tile Ceramic 92 SF Intact 0.00 Negative 
16 Bldg. 28 Men’s Restroom West White Sink Ceramic 2 Each Intact 0.00 Negative 



  
H2 Environmental Consulting Services      ASBESTOS & LEAD SURVEY REPORT 

 

SECTION 2 
SURVEY SUMMARY 

LEAD XRF SURVEY RESULTS 
BUILDING 28 
 
Phase 2 - Fullerton Mill - 2069218 AS 
2001 East Orangethorpe Avenue 
Fullerton, California  

 
The list materials and their components where Lead Based Paint (LBP) was detected at or in excess of the HUD/EPA 
standards of 1.0 mg/cm2 (Los Angeles County has established a more stringent standard for lead-based paint at 
0.7mg/cm2 ) by XRF method which is listed in the table below. All XRF readings below the regulatory defined action level 
are considered negative and all readings at and above these levels are considered positive. 
 

Shot 
# Unit Room Tested Wall Color Component Substrate Quantity 

Paint 
Condition Result Neg/Pos 

17 Bldg. 28 Men’s Restroom West White Urinal Ceramic 2 Each Intact 0.01 Negative 
18 Bldg. 28 Men’s Restroom West White Toilet Ceramic 2 Each Intact 0.01 Negative 
19 Bldg. 28 Men’s Restroom West Blue Partition Metal 2 Each Intact 0.00 Negative 
20 Bldg. 28 Men’s Restroom West White Ceiling Drywall 120 SF Intact 0.00 Negative 
21 Bldg. 28 Men’s Restroom West Grey 6”x6” Floor Tile Ceramic 60 SF Intact 0.00 Negative 
22 Bldg. 28 Men’s Restroom West Blue 6”x6” Floor Tile Ceramic 60 SF Intact 0.00 Negative 
23 Bldg. 28 Men’s Restroom North Tan Wall FRP 112 SF Intact 0.00 Negative 
24 Bldg. 28 Janitor’s Closet North White 3”x6” Wall base Tile Ceramic 14 SF Intact 0.00 Negative 
25 Bldg. 28 Janitor’s Closet North White 3”x3” Floor Tile Ceramic 10 SF Intact 0.00 Negative 
26 Bldg. 28 Women’s Restroom South White Door Frame Metal 1 Each Intact 0.00 Negative 
27 Bldg. 28 Women’s Restroom South Bare Door Wood 1 Each Intact 0.00 Negative 
28 Bldg. 28 Women’s Restroom South White Wall Drywall 184 SF Intact 0.00 Negative 
29 Bldg. 28 Women’s Restroom South Gray 6”x6” Wall Tile Ceramic 92 SF Intact 0.00 Negative 
30 Bldg. 28 Women’s Restroom South Blue 6”x6” Wall Tile Ceramic 92 SF Intact 0.00 Negative 
31 Bldg. 28 Women’s Restroom East White Sink Ceramic 3 Each Intact 0.00 Negative 
32 Bldg. 28 Women’s Restroom East White Toilet Ceramic 3 Each Intact 0.00 Negative 



  
H2 Environmental Consulting Services      ASBESTOS & LEAD SURVEY REPORT 

 

SECTION 2 
SURVEY SUMMARY 

LEAD XRF SURVEY RESULTS 
BUILDING 28 
 
Phase 2 - Fullerton Mill - 2069218 AS 
2001 East Orangethorpe Avenue 
Fullerton, California  

 
The list materials and their components where Lead Based Paint (LBP) was detected at or in excess of the HUD/EPA 
standards of 1.0 mg/cm2 (Los Angeles County has established a more stringent standard for lead-based paint at 
0.7mg/cm2 ) by XRF method which is listed in the table below. All XRF readings below the regulatory defined action level 
are considered negative and all readings at and above these levels are considered positive. 
 

Shot 
# Unit Room Tested Wall Color Component Substrate Quantity 

Paint 
Condition Result Neg/Pos 

33 Bldg. 28 Women’s Restroom East Blue Partition Metal 3 Each Intact 0.00 Negative 
34 Bldg. 28 Women’s Restroom East White Ceiling Drywall 120 SF Intact 0.00 Negative 
35 Bldg. 28 Women’s Restroom East Gray 6”x6” Floor Tile Ceramic 60 SF Intact 0.00 Negative 
36 Bldg. 28 Women’s Restroom East Blue 6”x6” Floor Tile Ceramic 60 SF Intact 0.00 Negative 



ATEL, LLC, 5817 Pine Ave. Suite B-2, Chino Hills, CA 91709, 909.393.3330 

Analytical Report 
Asbestos Identification in Bulk Materials 
by Polarized Light Microscopy 

Client Name: 

Client Address: 

Project ID: 

Project Name: 

Project Location: 

TEST DATA 

Laboratory ID#: 

H2 Environmental Consulting Services 
13122 6th Street 
Chino, CA 91710 

2069218AM 

Kimberly Clark - Stores Storage/Office Area 2 

2001 E. Orangethorpe Ave. 
Fullerton, CA 

1509362-001 Client Sample#: 1 

Sample Material and Location: Brown 4" Covebase Office #1- East End 

Sample Characteristics: 
Misc. Components Observed: 

Black Smooth Homogenous 
100% Non-Fibrous Material 

Asbestos Observed (%): 

Analyst: Dennis Liu Date Analyzed: 11/29/2018 

TEST DATA 

Laboratory ID#: 1509362-002 Client Sample#: 2 

Sample Material and Location: Brown 4" Covebase Office #1 - North End 

Sample Characteristics: 
Misc. Components Observed: 

Black Smooth Homogenous 
100% Non-Fibrous Material 

Asbestos Observed (%): 

Analyst: Dennis Liu Date Analyzed: 11/29/2018 

TEST DATA 

Laboratory ID#: 1509362-003 Client Sample#: 3 

Sample Material and Location: Brown 4" Covebase Office #1 - South End 

Sample Characteristics: 
Misc. Components Observed: 

Black Smooth Homogenous 
100% Non-Fibrous Material 

Asbestos Observed (%): 

Analyst: Dennis Liu Date Analyzed: 11/29/2018 

TEST DATA 

Laboratory ID#: 1509362-004 Client Sample#: 4 

Sample Material and Location: Tan Covebase Glue Office #1- East End 

Sample Characteristics: 
Misc. Components Observed: 
Asbestos Observed (%): 

Analyst: Dennis Liu 

Tan Non-Fibrous Homogenous 
100% Non-Fibrous Material 

Date Analyzed: 11/29/2018 

Report Number: 1509362 

Samples Submitted: 33 

11/27/2018 

11/29/2018 

Sample Collection Date: 

Laboratory Receipt Date: 

Page: 1 of 9 

Total Asbestos (%) None Detected 

Total Asbestos (%) None Detected 

Total Asbestos (%) None Detected 

Total Asbestos(%) None Detected 



ATEL, LLC, 5817 Pine Ave. Suite B-2, Chino Hills, CA 91709, 909.393.3330 

Analytical Report 
Asbestos Identification in Bulk Materials 

by Polarized Light Microscopy 

Client Name: 

Client Address: 

Project ID: 

Project Name: 

Project Location: 

TEST DATA 

Laboratory ID#: 

H2 Environmental Consulting Services 

13122 6th Street 

Chino, CA 91710 

2069218AM 

Kimberly Clark - Stores Storage/Office Area 2 

2001 E. Orangethorpe Ave. 

Fullerton, CA 

1509362-005 Client Sample#: 5 

Sample Material and Location: Tan Covebase Glue Office #1 - North End 

Sample Characteristics: 
Misc. Components Observed: 

Tan Non-Fibrous Homogenous 
100% Non-Fibrous Material 

Asbestos Observed (%): 
Analyst: Dennis Liu Date Analyzed: 11/29/2018 

TEST DATA 

Laboratory ID#: 1509362-006 Client Sample#: 6 

Sample Material and Location: Tan Covebase Glue Office #1 - South End 

Sample Characteristics: 
Misc. Components Observed: 

Tan Non-Fibrous Homogenous 
100% Non-Fibrous Material 

Asbestos Observed (%): 
Analyst: Dennis Liu Date Analyzed: 11/29/2018 

TEST DATA 

Laboratory ID#: 1509362-007 Client Sample #: 7 

Report Number: 

Samples Submitted: 

Sample Collection Date: 

Laboratory Receipt Date: 

Page: 

1509362 

33 

11/27/2018 

11/29/2018 

2 of 9 

Total Asbestos(%) None Detected 

Total Asbestos (%) None Detected 

Sample Material and Location: Offwhite w/Tan 12 x 12 Floor Tile Office #1 - East End 

Sample Characteristics: 
Misc. Components Observed: 
Asbestos Observed (%): 
Analyst: Dennis Liu 

TEST DATA 

Off-White Non-Fibrous Homogenous 
100% Non-Fibrous Material 

Date Analyzed: 11/29/2018 

Laboratory ID#: 1509362-008 Client Sample #: 8 

Sample Material and Location: Offwhite w/Tan 12 x 12 Floor Tile Office #1- North End 

Sample Characteristics: 
Misc. Components Observed: 
Asbestos Observed (%): 
Analyst: Dennis Liu 

Off-White Non-Fibrous Homogenous 
100% Non-Fibrous Material 

Date Analyzed: 11/29/2018 

Total Asbestos (%) None Detected 

Total Asbestos (%) None Detected 



ATEL, LLC, 5817 Pine Ave. Suite 8-2, Chino Hills, CA 91709, 909,393.3330 

Analytical Report 
Asbestos Identification in Bulk Materials 
by Polarized Light Microscopy 

Client Name: 

Client Address: 

Project ID: 

Project Name: 

Project Location: 

TEST DATA 

Laboratory ID#: 

H2 Environmental Consulting Services 
13122 6th Street 
Chino, CA 91710 

2069218AM 

Kimberly Clark - Stores Storage/Office Area 2 

2001 E. Orangethorpe Ave. 
Fullerton, CA 

1509362-009 Client Sample#: 

Report Number: 

Samples Submitted: 

Sample Collection Date: 

Laboratory Receipt Date: 

Page: 

9 

1509362 

33 

11/27/2018 

11/29/2018 

3 of 9 

Sample Material and Location: Offwhite w/Tan 12 x 12 Floor Tile Office #1 - South End 

Sample Characteristics: 
Misc. Components Observed: 

Off-White Non-Fibrous Homogenous 
100% Non-Fibrous Material 

Asbestos Observed (%): 

Analyst: Dennis Liu Date Analyzed: 11/29/2018 

TEST DATA 

Laboratory ID#: 1509362-010 Client Sample #: 10 

Sample Material and Location: Yellow Floor Tile Glue Office #1 - East End 

Sample Characteristics: 
Misc. Components Observed: 
Asbestos Observed (%): 
Analyst: Dennis Liu 

TEST DATA 

Yellow Non-Fibrous Homogenous 
100% Non-Fibrous Material 

Date Analyzed: 11/29/2018 

Laboratory ID#: 1509362-011 Client Sample#: 11 

Sample Material and Location: Yellow Floor Tile Glue Office #1- North End 

Sample Characteristics: 
Misc. Components Observed: 

Yellow Non-Fibrous Homogenous 
100% Non-Fibrous Material 

Asbestos Observed (%): 
Analyst: Dennis Liu Date Analyzed: 11/29/2018 

TEST DATA 

Laboratory ID#: 1509362-012 Client Sample#: 12 

Sample Material and Location: Yellow Floor Tile Glue Office #1 - South End 

Sample Characteristics: 
Misc. Components Observed: 
Asbestos Observed (%): 

Analyst: Dennis Liu 

Yellow Non-Fibrous Homogenous 
100% Non-Fibrous Material 

Date Analyzed: 11/29/2018 

Total Asbestos(%) None Detected 

Total Asbestos(%) None Detected 

Total Asbestos (%) None Detected 

Total Asbestos(%) None Detected 



ATEL, LLC, 5817 Pine Ave. Suite B-2, Chino Hills, CA 91709, 909.393.3330 

Analytical Report 
Asbestos Identification in Bulk Materials 
by Polarized Light Microscopy 

Client Name: Report Number: 1509362 

Client Address: 

H2 Environmental Consulting Services 
13122 6th Street Samples Submitted: 33 

11/27/2018 

11/29/2018 

Chino, CA 91710 Sample Collection Date: 

Laboratory Receipt Date: 
Project ID: 

Project Name: 

Project Location: 

TEST DATA 

Laboratory ID#: 

2069218AM 

Kimberly Clark - Stores Storage/Office Area 2 

2001 E. Orangethorpe Ave. 
Fullerton, CA 

1509362-013 Client Sample #: 

Page: 

13 

Sample Material and Location: White 12" x 12" Ceiling Tile Office #1 - N.E. End 

Sample Characteristics: 
Misc. Components Observed: 

Asbestos Observed (%): 

Analyst: Dennis Liu 

TEST DATA 

Brown White Fibrous lnhomogenous 
58% Non-Fibrous Material 
2% Fibrous Glass 
40% Cellulose 

Date Analyzed: 11/29/2018 

Laboratory ID#: 1509362-014 Client Sample #: 14 

Sample Material and Location: White 12" x 12" Ceiling Tile Office #1 - East End 

Sample Characteristics: 
Misc. Components Observed: 

Asbestos Observed (%): 

Analyst: Dennis Liu 

TEST DATA 

Brown White Fibrous lnhomogenous 
58% Non-Fibrous Material 
2% Fibrous Glass 
40% Cellulose 

Date Analyzed: 11/29/2018 

Laboratory ID#: 1509362-015 Client Sample #: 15 

Sample Material and Location: White 12" x 12" Ceiling Tile Office #1 - S.E. End 

Sample Characteristics: Brown White Fibrous lnhomogenous 
Misc. Components Observed: 58% Non-Fibrous Material 

2% Fibrous Glass 
40% Cellulose 

Asbestos Observed (%): 

Analyst: Dennis Liu Date Analyzed: 11/29/2018 

TEST DATA 

Laboratory ID#: 1509362-016 Client Sample #: 16 

Sample Material and Location: Brown Ceiling Tile Mastic Office #1 - N.E. End 

Sample Characteristics: 
Misc. Components Observed: 
Asbestos Observed (%): 

Analyst: Dennis Liu 

Brown Non-Fibrous Homogenous 
100% Non-Fibrous Material 

Date Analyzed: 11/29/2018 

4 of9 

Total Asbestos (%) None Detected 

Total Asbestos(%) None Detected 

Total Asbestos (%) None Detected 

Total Asbestos(%) None Detected 



ATEL, LLC, 5817 Pine Ave. Suite B-2, Chino Hills, CA 91709, 909.393.3330 

Analytical Report 
Asbestos Identification in Bulk Materials 
by Polarized Light Microscopy 

Client Name: Report Number: 1509362 

Client Address: 

H2 Environmental Consulting Services 
13122 6th Street Samples Submitted: 33 

11/27/2018 

11/29/2018 

Chino, CA 91710 Sample Collection Date: 

Laboratory Receipt Date: 
Project ID: 

Project Name: 

Project Location: 

TEST DATA 

Laboratory ID#: 

2069218AM 

I<imberly Clark - Stores Storage/Office Area 2 

2001 E. Orangethorpe Ave. 
Fullerton, CA 

1509362-017 Client Sample#: 

Page: 

17 

Sample Material and Location: Brown Ceiling Tile Mastic Office #1 - East End 

Sample Characteristics: 
Misc. Components Observed: 

Brown Non-Fibrous Homogenous 
100% Non-Fibrous Material 

Asbestos Observed (%): 

Analyst: Dennis Liu Date Analyzed: 11/29/2018 

TEST DATA 

Laboratory ID#: 1509362-018 Client Sample#: 18 

Sample Material and Location: Brown Ceiling Tile Mastic Office #1- S.E. End 

Sample Characteristics: Brown White Fibrous lnhomogenous 
Misc. Components Observed: 60% Non-Fibrous Material 

40% Cellulose 
Asbestos Observed (%): 

Analyst: Dennis Liu Date Analyzed: 11/29/2018 

TEST DATA 

Laboratory ID#: 1509362-019 Client Sample#: 19 

Sample Material and Location: White Drywall behind 12 x 12 C.T. Office #1- N.E. End 

Sample Characteristics: White Non-Fibrous Homogenous 
Misc. Components Observed: 95% Non-Fibrous Material 

5% Cellulose 
Asbestos Observed (%): 

Analyst: Dennis Liu Date Analyzed: 11/29/2018 

TEST DATA 

Laboratory ID#: 1509362-020 Client Sample #: 20 

Sample Material and Location: White Drywall behind 12 x 12 C.T. Office #1 - East End 

Sample Characteristics: White Non-Fibrous Homogenous 
Misc. Components Observed: 95% Non-Fibrous Material 

5% Cellulose 
Asbestos Observed (%): 

Analyst: Dennis Liu Date Analyzed: 11/29/2018 

5 of 9 

Total Asbestos (%) None Detected 

Total Asbestos (%) None Detected 

Total Asbestos (%) None Detected 

Total Asbestos (%) None Detected 



ATEL, LLC, 5817 Pine Ave. Suite B-2, Chino Hills, CA 91709, 909.393.3330 

Analytical Report 
Asbestos Identification in Bulk Materials 
by Polarized Light Microscopy 

Client Name: Report Number: 1509362 

Client Address: 

H2 Environmental Consulting Services 
13122 6th Street Samples Submitted: 33 

11/27/2018 

11/29/2018 

Chino, CA 91710 Sample Collection Date: 

Laboratory Receipt Date: 
Project ID: 

Project Name: 

Project Location: 

TEST DATA 

Laboratory ID#: 

2069218AM 

l<imberly Clark - Stores Storage/Office Area 2 

2001 E. Orangethorpe Ave. 
Fullerton, CA 

1509362-021 Client Sample #: 

Page: 

21 

Sample Material and Location: White Drywall behind 12 x 12 C.T. Office #1- S.E. End 

Sample Characteristics: White Non-Fibrous Homogenous 
Misc. Components Observed: 95% Non-Fibrous Material 

5% Cellulose 
Asbestos Observed (%): 
Analyst: Dennis Liu Date Analyzed: 11/29/2018 

TEST DATA 

Laboratory ID#: 1509362-022 Client Sample #: 22 

Sample Material and Location: White 2' x 4' Ceiling Tile Stores Storage - North End 

Sample Characteristics: 
Misc. Components Observed: 

Asbestos Observed (%): 
Analyst: Dennis Liu 

TEST DATA 

Brown White Fibrous /nhomogenous 
58% Non-Fibrous Material 
2% Fibrous Glass 
40% Cellulose 

Date Analyzed: 11/29/2018 

Laboratory ID#: 1509362-023 Client Sample#: 23 

Sample Material and Location: White 2' x 4' Ceiling Tile Stores Storage - Center 

Sample Characteristics: Brown White Fibrous lnhomogenous 
Misc. Components Observed: 58% Non-Fibrous Material 

2% Fibrous Glass 
40% Cellulose 

Asbestos Observed (%): 
Analyst: Dennis Liu Date Analyzed: 11/29/2018 

TEST DATA 

Laboratory ID#: 1509362-024 Client Sample #: 24 

Sample Material and Location: White 2' x 4' Ceiling Tile Stores Storage - South End 

Sample Characteristics: Brown White Fibrous /nhomogenous 
Misc. Components Observed: 58% Non-Fibrous Material 

2% Fibrous Glass 
40% Cellulose 

Asbestos Observed (%): 
Analyst: Dennis Liu Date Analyzed: 11/29/2018 

6 of 9 

Total Asbestos(%) None Detected 

Total Asbestos (%) None Detected 

Total Asbestos (%) None Detected 

Total Asbestos (%) None Detected 



ATEL, LLC, 5817 Pine Ave. Suite B-2, Chino Hills, CA 91709, 909.393.3330 

Analytical Report 
Asbestos Identification in Bulk Materials 
by Polarized Light Microscopy 

Client Name: 

Client Address: 

Project ID: 

Project Name: 

Project Location: 

TEST DATA 

Laboratory ID#: 

H2 Environmental Consulting Services 
13122 6th Street 
Chino, CA 91710 

2069218AM 

Kimberly Clark - Stores Storage/Office Area 2 

2001 E. Orangethorpe Ave. 
Fullerton, CA 

1509362-025 Client Sample #: 

Sample Material and Location: White Plaster Warehouse - S.E. End 

Sample Characteristics: 
Misc. Components Observed: 

White Grainy lnhomogenous 
100% Non-Fibrous Material 

Asbestos Observed (%): 
Analyst: Dennis Liu Date Analyzed: 11/29/2018 

TEST DATA 

Laboratory ID#: 1509362-026 Client Sample#: 

25 

26 

Sample Material and Location: White Plaster Warehouse - East End 

Sample Characteristics: 
Misc. Components Observed: 

White Grainy lnhomogenous 
100% Non-Fibrous Material 

Asbestos Observed (%): 

Analyst: Dennis Liu Date Analyzed: 11/29/2018 

TEST DATA 

Laboratory ID#: 1509362-027 Client Sample #: 

Sample Material and Location: White Plaster Warehouse - N.E. End 

Sample Characteristics: 
Misc. Components Observed: 

White Grainy lnhomogenous 
100% Non-Fibrous Material 

Asbestos Observed (%): 

Analyst: Dennis Liu Date Analyzed: 11/29/2018 

TEST DATA 

Laboratory ID#: 1509362-028 Client Sample #: 

27 

28 

Report Number: 

Samples Submitted: 

Sample Collection Date: 

Laboratory Receipt Date: 

Page: 

1509362 

33 

11/27/2018 

11/29/2018 

7 of 9 

Total Asbestos (%) None Detected 

Total Asbestos (%) None Detected 

Total Asbestos (%) None Detected 

Sample Material and Location: White Ductwork Wrap Warehouse - North End 

Sample Characteristics: 
Misc. Components Observed: 

Asbestos Observed (%): 

Analyst: Dennis Liu 

White Fibrous lnhomogenous 
20% Non-Fibrous Material 
80% Cellulose 

Date Analyzed: 11/29/2018 Total Asbestos(%) None Detected 



ATEL, LLC, 581 7 Pine Ave. Suite B-2, Chino Hills, CA 91709, 909,393.3330 

Analytical Report 
Asbestos Identification in Bulk Materials 
by Polarized Light Microscopy 

Client Name: Report Number: 1509362 

Client Address: 

H2 Environmental Consulting Services 
13122 6th Street Samples Submitted: 33 

11/27/2018 

11/29/2018 

Chino, CA 91710 Sample Collection Date: 

Laboratory Receipt Date: 
Project ID: 

Project Name: 

Project Location: 

TEST DATA 

Laboratory ID#: 

2069218AM 

l<imberly Clark - Stores Storage/Office Area 2 

2001 E. Orangethorpe Ave. 
Fullerton, CA 

1509362-029 Client Sample #: 

Page: 

29 

Sample Material and Location: White Ductwork Wrap Warehouse - East End 

Sample Characteristics: White Fibrous lnhomogenous 
Misc. Components Observed: 20% Non-Fibrous Material 

80% Cellulose 
Asbestos Observed (%): 
Analyst: Dennis Liu Date Analyzed: 11/29/2018 

TEST DATA 

Laboratory ID#: 1509362-030 Client Sample #: 30 

Sample Material and Location: 

Sample Characteristics: 

White Ductwork Wrap Warehouse - South End 

White Fibrous lnhomogenous 
Misc. Components Observed: 20% Non-Fibrous Material 

80% Cellulose 
Asbestos Observed (%): 
Analyst: Dennis Liu Date Analyzed: 11/29/2018 

TEST DATA 

Laboratory ID#: 1509362-031 Client Sample#: 31 

Sample Material and Location: Brown Ductwork Insulation Warehouse - North End 

Sample Characteristics: Brown Fibrous lnhomogenous 
Misc. Components Observed: 10% Non-Fibrous Material 

80% Fibrous Glass 
10% Cellulose 

Asbestos Observed (%): 

Analyst: Dennis Liu Date Analyzed: 11/29/2018 

TEST DATA 

Laboratory ID#: 1509362-032 Client Sample #: 32 

Sample Material and Location: Brown Ductwork Insulation Warehouse - East End 

Sample Characteristics: Brown Fibrous lnhomogenous 
Misc. Components Observed: 10% Non-Fibrous Material 

80% Fibrous Glass 
10% Cellulose 

Asbestos Observed (%): 
Analyst: Dennis Liu Date Analyzed: 11/29/2018 

8 of 9 

Total Asbestos (%) None Detected 

Total Asbestos (%) None Detected 

Total Asbestos (%) None Detected 

Total Asbestos (%) None Detected 



ATEL, LLC, 5817 Pine Ave. Suite B-2, Chino Hills, CA 91709, 909.393.3330 

Analytical Report 
Asbestos Identification in Bulk Materials 
by Polarized Light Microscopy 

Client Name: 

Client Address: 

Project ID: 

Project Name: 

Project Location: 

TEST DATA 

Laboratory ID#: 

H2 Environmental Consulting Services 
13122 6th Street 
Chino, CA 91710 

2069218AM 

Kimberly Clark - Stores Storage/Office Area 2 

2001 E. Orangethorpe Ave. 
Fullerton, CA 

1509362-033 Client Sample#: 

Report Number: 

Samples Submitted: 

Sample Collection Date: 

Laboratory Receipt Date: 

Page: 

33 

1509362 

33 

11/27/2018 

11/29/2018 

9 of 9 

Sample Material and Location: Brown Ductwork Insulation Warehouse - South End 

Sample Characteristics: 
Misc. Components Observed: 

Asbestos Observed (%): 
Analyst: Dennis Liu 

Brown Fibrous lnhomogenous 
10% Non-Fibrous Material 
80% Fibrous Glass 
10% Cellulose 

Date Analyzed: 11/29/2018 Total Asbestos (%) None Detected 

Samples were analyzed by Calibrated Visual Estimation (CVE). Analyses by CVE have a detection limit of 1% asbestos by relative area and may not be consistently 
reliable below this limit or for asbestos with fiber diameter thinner than the resolving capacity of PLM without further analysis by another independent method. A 
test result of less than(<) 1% by CVE means asbestos was observed in the sample but is visually estimated to be below the reportable limit of 1%. The laboratory 
references interim method EPA 600/M4-82-020 (Interim Method) for fiber identification, 400 point counts, and composite reporting. EPA method 600/R-93/116 is 
referenced for analysis of non-insulation materials, sub-layers, expanded and modified point counts, CVE and subsequent data reporting. Samples containing distinct 
layers that can be reliably separated are analyzed and reported as separate unless requested in writing. The test data presented apply only to the items submitted. 
Count for samples submitted is indicative of total layers observed and may vary from actual analysis for positive stop requests. ATEL, LLC is a NIST-NV LAP and CA
ELAP Accredited laboratory (ID# 201073-0 and #2971, respectively). This report must not be reproduced, unless in its entirety, without the written consent of ATEL, 
LLC. Per NIST-NVLAP 150 Annex A: This report shall not be used to claim product certification, approval or endorsement by NVLAP, NIST, or any agency of the 
federal government. 
Unless indicated, samples were received in acceptable condition. Sample retention time is 30 days from issuing this report unless requested otherwise. 

Analyst Signature: -Dennis Liu 

Approved Signatory: -Chris Turton Reported On: 11/30/2018 



ATEL, LLC 5817 Pine Ave Suite B-2, Chino Hills, CA 91709, Ph: 909.393.3330, E-mail: laboratory@ateltestlng.com for Inquiries 

Analytical Services Request v.112414 Pg _1_ of __ 1_ 

Asbestos Laboratory 
Your Contact Information 

Company Name (ifby company): H2 Environmental Consulting Services, Inc. 

Personal/Company Address: 1312 2 6th Street, Chino, CA 91 71 o 
Contact Person: Amy De Santiago 

Contact Information: Main: 909-628-0369 E-Mail: ------------Mobile: Fax: ------------How should we send your resul1 Verbal Verbal • E-mail 

labresults@h2env.com 

909-613-5845 

Fax 
*If verbal results are requested, you must also select a second form of de/Ivery. 

\'-i"""" b -~/ lj 
Prolect Information 

Project Name: cJ~I<... 
Project##: 2l,~. ~ '2.i bA~ 
Project Location: Z{ I! l \ s;; - CJ.rt..,,.,a&.·U.t,,. d.-:::J. ~ 1 j".'.'."~!L 1 :i..1'·6-::::i. f'!l:::: - s~,k,~ .J.'.J{'1/V\fkj I l• Fr~::.,__ 
PO#: Claim# 
Date Sampled: \\li:-ilti.f, Time Sampled: H4~ . . 

Anal~tical T~~e(s.)-Reguested Turnaround Time* 
Asbestos in Bulle Materials, EP~06fR':9ct/116, GCm/~4-82-020 •Business Hrs: 0800-1700 Mon-Fri. 

Routine, Calibrated fsm,i•Es~imatiuri-- 1J Rush 3 Business Hrs* • 
Point Count: 400pts 8 Business Hrs* • 

l000pts • f' Gravimetric Reduction (72hr Minimum) • Expedited 24 Business Hrs 

Routine 48 Business Hrs • 
Fiber Count in Sampling Cartridge (25mm MCE) 72 Business Hrs • 

Asbestos-like, NIOSH 7400 A Rules • 
Standard 5 Business Days • 

•3hrTAT: Samples must be submitted by 2pm for same day results 

Rotometer Calibration (Low and High Flow Rotometers) • •shrTAT: Samples must be submitted by 9am for same day results 

Special Instructions: 

Sample Information 
Sample ID ti Oescrlptlon/Materlal Type Location Flow Rate Start Time Stop Time Volume (L) 

Please See Attached 

I 

For more samples, please continue onto supplemental farm. Page fl Indication In upper-right-hand cf form, 

Chain of Custody 

Relinquished By: ,4lb-v,L ..£,v.~ '"'-,. Date and Time: 
Received By: Date and Time: 

Relinquished By:( ·~...,',,,,., =--...-,,,,,;i,..~-.,,,----..----------- Date and Time: 
Received By: ~ • Date and Time: 



CLIENT 

r~YiJ~~t~rt~(;% Bulk Sampling Form 

• Stop at First Positive .~24 Hour turn around • Rush turn around (4 Hours) 
X Do Not Layer Samples 

PROJECT NO. 

DATE 
II 

PROJECT LOCATION INSPECJ.PR 
u# "'F'"I ~ 

LOCATION OF SAMPLE QTY 

Notes: 

13122 6th Street • Chino, CA91710 
(909) 628-0369 • Fax (909) 613-5845 • H2Environmental.com 

% 
POS 



CLIENT 

rt!'t~{}gJ;f:i~rt~f;m Bulk Sampling Form 

• Stop at First Positive rf 24 Hour turn around • Rush turn around (4 Hours) 
X Do Not Layer Samples 

Notes: 

PROJECT NO. 

DATE 
II 

13122 6th Street • Chino, CA 91710 
(909) 628-0369 • Fax(909) 613-5845 • H2Environmental.com 

% 
POS 



  
H2 Environmental Consulting Services      ASBESTOS & LEAD SURVEY REPORT 

 

SECTION 2 
SURVEY SUMMARY 

LEAD XRF SURVEY RESULTS 
STORES STORAGE/OFFICE AREA 2  
 
Phase 2 - Fullerton Mill - 2069218 AS 
2001 East Orangethorpe Avenue 
Fullerton, California  

 
The list materials and their components where Lead Based Paint (LBP) was detected at or in excess of the HUD/EPA 
standards of 1.0 mg/cm2 (Los Angeles County has established a more stringent standard for lead-based paint at 
0.7mg/cm2 ) by XRF method which is listed in the table below. All XRF readings below the regulatory defined action level 
are considered negative and all readings at and above these levels are considered positive. 
 

Shot 
# Unit Room Tested Wall Color Component Substrate Quantity 

Paint 
Condition Result Neg/Pos 

01 B10 Stores Storage West White Wall Concrete 1,000 SF Intact 0.00 Negative 
02 B10 Stores Storage West White I-Beam Metal 100 SF Intact 0.02 Negative 
03 B10 Stores Storage West White Wall Wood 300 SF Intact 0.00 Negative 
04 B10 Stores Storage West Gray Wall Wood 100 SF Intact 0.00 Negative 
05 B10 Stores Storage West Blue Wall Wood 100 SF Intact 0.00 Negative 
06 B10 Stores Storage West Blue Door Wood 1 Each Intact 0.00 Negative 
07 B10 Stores Storage West Blue Door Frame Wood 1 Each Intact 0.01 Negative 
08 B10 Stores Storage North Gray Door Metal 5 Each Intact 0.03 Negative 
09 B10 Stores Storage North Gray Door Frame Metal 5 Each Intact 0.01 Negative 
10 B10 Stores Storage East Gray Roll Up Door Metal 1 Each Intact 0.02 Negative 
11 B10 Stores Storage East White Roll Up Door Frame Metal 1 Each Intact 0.01 Negative 
12 B10 Stores Storage East Yellow Bollards Metal 2 Each Intact 0.07 Negative 
13 B10 Stores Storage North Gray Door Metal 2 Each Intact 0.01 Negative 
14 B10 Warehouse North Gray Door Frame Metal 2 Each Intact 0.02 Negative 
15 B10 Warehouse North Brown Sliding Door Metal 3 Each Intact 10.10 Positive 
16 B10 Warehouse North Brown Sliding Door Frame Metal 3 Each Intact 0.10 Negative 



  
H2 Environmental Consulting Services      ASBESTOS & LEAD SURVEY REPORT 

 

SECTION 2 
SURVEY SUMMARY 

LEAD XRF SURVEY RESULTS 
STORES STORAGE/OFFICE AREA 2  
 
Phase 2 - Fullerton Mill - 2069218 AS 
2001 East Orangethorpe Avenue 
Fullerton, California  

 
The list materials and their components where Lead Based Paint (LBP) was detected at or in excess of the HUD/EPA 
standards of 1.0 mg/cm2 (Los Angeles County has established a more stringent standard for lead-based paint at 
0.7mg/cm2 ) by XRF method which is listed in the table below. All XRF readings below the regulatory defined action level 
are considered negative and all readings at and above these levels are considered positive. 
 

Shot 
# Unit Room Tested Wall Color Component Substrate Quantity 

Paint 
Condition Result Neg/Pos 

17 B10 Warehouse East Red I-Beam Metal 100 SF Intact 0.27 Negative 
18 B10 Warehouse East White I-Beam Metal 1,000 SF Intact 0.01 Negative 
19 B10 Warehouse East White Wall Metal 2,380 SF Intact 4.00 Positive 
20 B10 Warehouse East Red Fire Hose Cabinet Metal 1 Each Intact 0.00 Negative 
21 B10 Warehouse East Red Floor Concrete 100 SF Intact 0.00 Negative 
22 B10 Warehouse East White Ceiling Metal 13,923 SF Intact 0.01 Negative 
23 B10 Warehouse East White Ceiling I-Beam Metal 13,923 SF Intact 3.10 Positive 
24 B10 Warehouse East White Cross Beam Metal 13,923 SF Intact 2.80 Positive 
25 B10 Warehouse North Yellow Floor Concrete 100 SF Intact 0.00 Negative 
26 B10 Warehouse East White Ceiling Pipe Metal 300 LF Intact 0.00 Negative 



  
H2 Environmental Consulting Services      ASBESTOS & LEAD SURVEY REPORT 

 

SECTION 2 
SURVEY SUMMARY 

LEAD XRF SURVEY RESULTS 
HARDROLL AREA  
 
Phase 2 - Fullerton Mill - 2069218 AS 
2001 East Orangethorpe Avenue 
Fullerton, California  

 
The list materials and their components where Lead Based Paint (LBP) was detected at or in excess of the HUD/EPA 
standards of 1.0 mg/cm2 (Los Angeles County has established a more stringent standard for lead-based paint at 
0.7mg/cm2 ) by XRF method which is listed in the table below. All XRF readings below the regulatory defined action level 
are considered negative and all readings at and above these levels are considered positive. 
 

Shot 
# Unit Room Tested Wall Color Component Substrate Quantity 

Paint 
Condition Result Neg/Pos 

01 B10 Hardroll Area North Yellow Floor Concrete 800 LF Intact 0.00 Negative 
02 B10 Hardroll Area North White Floor Concrete 800 LF Intact 0.00 Negative 
03 B10 Hardroll Area North Green Floor Concrete 20 SF Intact 0.00 Negative 
04 B10 Hardroll Area North Blue Floor Concrete 10 LF Intact 0.00 Negative 
05 B10 Hardroll Area North White Wall Concrete 3,000 SF Intact 0.00 Negative 
06 B10 Hardroll Area North White I-Beam Metal 1,000 SF Intact 0.01 Negative 
07 B10 Hardroll Area East Red I-Beam Metal 300 SF Intact 5.30 Positive 
08 B10 Hardroll Area West Yellow I-Beam Metal 300 SF Intact 4.90 Positive 
09 B10 Hardroll Area East Gray Door Metal 2 Each Intact 0.50 Negative 
10 B10 Hardroll Area East Gray Door Frame Metal 2 Each Intact 3.30 Positive 
11 B10 Hardroll Area East Gray Sliding Door Metal 2 Each Intact 0.11 Negative 
12 B10 Hardroll Area East Gray Sliding Door Frame Metal 2 Each Intact 7.10 Positive 
13 B10 Hardroll Area East White Ceiling Metal 7,800 SF Intact 0.01 Negative 
14 B10 Hardroll Area East White Ceiling I-Beam Metal 7,800 SF Intact 0.04 Negative 
15 B10 Hardroll Area East White Crossbeam Metal 7,800 SF Intact 0.01 Negative 
16 B10 Hardroll Area East Yellow Bollards Metal 4 Each Intact 4.70 Positive 



ATEL, LLC, 5817 Pine Ave. Suite B-2, Chino Hills, CA 91709, 909.393.3330 

Analytical Report 
Asbestos Identification in Bulk Materials 
by Polarized Light Microscopy 

Client Name: 

Client Address: 

Project ID: 

Project Name: 

Project Location: 

TEST DATA 

Laboratory ID#: 

H2 Environmental Consulting Services 
13122 6th Street 
Chino, CA 91710 

2069218AS 

Kimberly Clark - North Gate Fire Pump House 

2001 E. Orangethorpe Ave 
Fullerton, CA 

1509514-001 Client Sample#: 

Report Number: 

Samples Submitted: 

Sample Collection Date: 

Laboratory Receipt Date: 

Page: 

1 

1509514 

3 

12/7/2018 

12/7/2018 

1 of 1 

Sample Material and Location: White Caulking on Wall Fire Pump Room - North End 

Sample Characteristics: 
Misc. Components Observed: 

Grey Smooth Homogenous 
100% Non-Fibrous Material 

Asbestos Observed (%): 
Analyst: Dennis Liu Date Analyzed: 12/7/2018 

TEST DATA 

Laboratory ID#: 1509514-002 Client Sample#: 2 

Sample Material and Location: White Caulking on Wall Fire Pump Room - S.E. End End 

Sample Characteristics: 
Misc. Components Observed: 

Grey Smooth Homogenous 
100% Non-Fibrous Material 

Asbestos Observed (%): 
Analyst: Dennis Liu Date Analyzed: 12/7/2018 

TEST DATA 

Laboratory ID#: 1509514-003 Client Sample#: 3 

Sample Material and Location: White Caulking on Wall Fire Pump Room -S.W. End End 

Sample Characteristics: 
Misc. Components Observed: 
Asbestos Observed (%): 
Analyst: Dennis Liu 

Grey Smooth Homogenous 
100% Non-Fibrous Material 

Date Analyzed: 12/7/2018 

Total Asbestos (%) None Detected 

Total Asbestos (%) None Detected 

Total Asbestos (%) None Detected 

Samples were analyzed by Calibrated Visual Estimation (CVE). Analyses by CVE have a detection limit of 1% asbestos by relative area and may not be consistently 
reliable below this limit or for asbestos with fiber diameter thinner than the resolving capacity of PLM without further analysis by another independent method. A 
test result of less than (<) 1% by CVE means asbestos was observed in the sample but is visually estimated to be below the reportable limit of 1%. The laboratory 
references interim method EPA 600/M4-82-020 (Interim Method) for fiber identification, 400 point counts, and composite reporting. EPA method 600/R-93/116 is 
referenced for analysis of non-insulation materials, sub-layers, expanded and modified point counts, CVE and subsequent data reporting. Samples containing distinct 
layers that can be reliably separated are analyzed and reported as separate unless requested in writing. The test data presented apply only to the items submitted. 
Count for samples submitted is indicative of total layers observed and may vary from actual analysis for positive stop requests. ATEL, LLC is a NIST-NVLAP and CA
ELAP Accredited laboratory (ID# 201073-0 and #2971, respectively). This report must not be reproduced, unless in its entirety, without the written consent of ATEL, 
LLC. Per NIST-NVLAP 150 Annex A: This report shall not be used to claim product certification, approval or endorsement by NVLAP, NIST, or any agency of the 
federal government. 
Unless indicated, samples were received in acceptable condition. Sample retention time is 30 days from issuing this report unless requested otherwise. 

Analyst Signature: -Dennis Liu 

Approved Signatory: -Chris Turton Reported On: 12/8/2018 



~TSL ATE~ LLC "" ""' "'"""' ,.,, lW,.,,$.L~,o, •·••lh l•b•""""'"'"'"'"'·oo• fo, '"'"'''" 
Analytical Services Request v.112414 Pg _1_ of __ 1_ 

Asbestos Laboratory 
Your Contact Information 

Company Name (ifby company): H2 Environmental Consulting Services, Inc. 

Personal/CompanyAddress: 13122 6th Street, Chino, CA 91710 
Contact Person: Amy De Santiago 

Contact Information: Main: 909-628-0369 ------------Mobile: ------------How should we send your result Verbal Verbal • 
E-Mail: 
Fax: 
E -ma 11 

labresults@h2env.com 

909-613-5845 

Fax 
*If verbal results are requested, you must also select a second form of delivery, 

Project Information 
Project Name: \L('c,<,,'\ hx.11" '~ ( \ ..__.,..I( 

' Project#: -Z.cJ(,<\ q~ ~ 
~~ - 1)1 t LJ._-k Project Location: -~~ di ,4..,..__ ~ 11 J\_r--bl,:,i '.2 ~ lV \ ~ ' 0= ::'j,. 

PO#: Claim# I 

Date Sampled: t 'L,., I 1,,i,, Time Sampled: 114-L\.., 

Anal~tlcal T~~e{s} Reguested Turnaround Time* 
Asbestos In Bull< Materlal~li'!JO/R~7Ii6;60Qf~4-82-020 •Business Hrs: 0B00-1700 Mon-Fri, 

Routine, Calibrate tsual 1:sllmatlon ® Rush 3 Business Hrs* • 
Point Count: 400pts • 8 Business Hrs* • 

1000pts • Gravimetric Reduction (72hr Minimum) • Expedited 24 Business Hrs f 
Routine 48 Business Hrs • 

Fiber Count In Sampling Cartridge (25mm MCE) 72 Business Hrs • 
Asbestos-like, NIOSH 7400 A Rules • 

Standard 5 Business Days • 
•3hr TAT: Samples must be submitted by 2pm for same day results 

Rotometer Calibration (Low and High Flow Rotometers) • *BhrTAT: Samples must be submitted by 9am for same day results 

Special Instructions: 

samole Information 

,-. ,,.-,i,, 

Sample ID U Description/Material Type Location Flow Rate StartTime Stop Time Volume (L) 

Please See Attached 

I 

For more samples, please continue onto supplemental form, Page II Indication In upper-right-hand cf form, 

Chain of Custody 
Relinquished By: Date and Time: --------------------Received By: 
Relinquished By: 
Received By: 

Date and Time: _________ ..,.,,., __________ _ 
~ ~ Date and Time: 

{.Jei; ,i:{°~ · Date and Time: 

K. 



" 
~/;~~~~~rt~c~ Bulk Sampling Form 

• Stop at First Positive ,r'24 Hour turn around • Rush turn around (4 Hours) 
· X Do Not Layer Samples 

CLIENT I ( I..,,, hu, l,.1 C/t-..v" \( 
PROJECT NO. 

?. 1; b cl 'L t 1~ ,,,;\ \ 
PROJECT ID DATE I PAGE OF 
1·-.\v, l,t., r,, t 1·' k,,,.. l) \.j\.,...,.,>'\ ~) }-,\ .J,.j •.,,_.,, p .. h I 1 1r~ \ I 
PROJECT LOCATION ' INSPEtTOR 
/_,( J(' I ( U ,·· c, ,~,r., t { 'J ., 11 ,, .t~,A,;., ' 1•,,1! .e,P .{.,q (' A, A, \,.,...,,L,,AI .. 
GRP. SAMP. ' % 
NO. NO 

MATERIAL DESCRIPTION LOCATION OF SAMPLE QTY 
POS 

{J \ r::.JI \J-,1/,,.. \+, C (., ', I it.. I A , ,: l ,..,.,\. I), J ••••·\? ) 1-l v .,J (,. \;;:-',, ,1 '5< ) !.. '! -· \ t •• f.lt . .l ,~.,.,,.--'I. -
•✓ 

i ul. I ,, ' J I (_ ',·\ ' !(, \ \ 
,·· > 1.,:_ 

' d ( 

\Y u'.\ "~~.~ ~- \/ C I '\,I,,,..,..·· ·,v ·• ,,J' .: ,·, ,! 

,,, 

Notes: 
' 

\. 

13122 6th Street , • Chino, CA 91710 
(909) 628-0369 • Fax (909) 613-5845 • H2Environmental.oom 



  
H2 Environmental Consulting Services      ASBESTOS & LEAD SURVEY REPORT 

 

SECTION 2 
SURVEY SUMMARY 

LEAD XRF SURVEY RESULTS 
NORTH GATE FIRE PUMP ROOM  
 
Phase 2 - Fullerton Mill - 2069218 AS 
2001 East Orangethorpe Avenue 
Fullerton, California  

 
The list materials and their components where Lead Based Paint (LBP) was detected at or in excess of the HUD/EPA 
standards of 1.0 mg/cm2 (Los Angeles County has established a more stringent standard for lead-based paint at 
0.7mg/cm2 ) by XRF method which is listed in the table below. All XRF readings below the regulatory defined action level 
are considered negative and all readings at and above these levels are considered positive. 
 

Shot 
# Unit Room Tested Wall Color Component Substrate Quantity 

Paint 
Condition Result Neg/Pos 

01 Exterior North Gate Fire Pump East Red Box Metal 1 Each Intact 0.00 Negative 
02 Exterior North Gate Fire Pump East Red Pipe Metal 100 LF Intact 0.01 Negative 
03 Exterior North Gate Fire Pump East White Water Tank Metal 2 Each Intact 7.30 Positive 
04 Exterior North Gate Fire Pump West Yellow Shoot Ladder Metal 2 Each Intact 8.40 Positive 
05 Exterior North Gate Fire Pump West White Water Tank Mount Metal 2 Each Intact 0.01 Negative 
06 Exterior North Gate Fire Pump West Yellow Floor Asphalt 20 LF Intact 0.01 Negative 
07 Exterior North Gate Fire Pump West White Floor Asphalt 10 LF Intact 0.00 Negative 
08 Interior North Gate Fire Pump West Red Pipe Metal 100 LF Intact 0.00 Negative 
09 Interior North Gate Fire Pump West Gray Post Metal 6 Each Intact 0.00 Negative 
10 Interior North Gate Fire Pump North Yellow Floor Concrete 50 SF Intact 0.00 Negative 
11 Interior North Gate Fire Pump East Blue Pipe Metal 2 Each Intact 0.00 Negative 
12 Interior North Gate Fire Pump East Gray Door Frame Metal 1 Each Intact 0.00 Negative 
13 Interior North Gate Fire Pump East Gray Door Metal 1 Each Intact 0.00 Negative 
14 Interior North Gate Fire Pump East Orange Machine Metal 1 Each Intact 0.00 Negative 
15 Interior North Gate Fire Pump East Gray Floor Concrete 750 SF Intact 0.00 Negative 
16 Interior North Gate Fire Pump East Gray I-Beam Gray 2 Each Intact 0.00 Negative 





















  
H2 Environmental Consulting Services      ASBESTOS & LEAD SURVEY REPORT 

 

SECTION 2 
SURVEY SUMMARY 

LEAD XRF SURVEY RESULTS 
OUTFALL SAMPLE ROOM 
 
Phase 2 - Fullerton Mill - 2069218 AS 
2001 East Orangethorpe Avenue 
Fullerton, California  

 
The list materials and their components where Lead Based Paint (LBP) was detected at or in excess of the HUD/EPA 
standards of 1.0 mg/cm2 (Los Angeles County has established a more stringent standard for lead-based paint at 
0.7mg/cm2 ) by XRF method which is listed in the table below. All XRF readings below the regulatory defined action level 
are considered negative and all readings at and above these levels are considered positive. 
 

Shot 
# Unit Room Tested Wall Color Component Substrate Quantity 

Paint 
Condition Result Neg/Pos 

01 Exterior Outfall Sample Room South White Pipe Metal 1 Each Intact 0.00 Negative 
02 Exterior Outfall Sample Room South Yellow Channel Concrete 1 Each Intact 0.00 Negative 
03 Exterior Outfall Sample Room South Green Platform Metal 1 Each Intact 0.00 Negative 
04 Exterior Outfall Sample Room East White Wall Wood 208 SF Intact 0.00 Negative 
05 Exterior Outfall Sample Room East Blue Door Frame Wood 1 Each Intact 0.00 Negative 
06 Exterior Outfall Sample Room East Blue Window Frame Wood 4 Each Intact 0.00 Negative 
07 Exterior Outfall Sample Room East Yellow Baseboard Wood 3 SF Intact 0.00 Negative 
08 Exterior Outfall Sample Room North Yellow Pipe Metal 1 Each Intact 0.00 Negative 
09 Interior Outfall Sample Room East White Ceiling Wood 42 SF Intact 0.00 Negative 
10 Interior Outfall Sample Room East Blue Floor Wood 42 SF Intact 0.00 Negative 
11 Interior Outfall Sample Room East Blue Door Wood 1 Each Intact 0.00 Negative 
12 Exterior Outfall Sample Room East Blue Door Wood 1 Each Intact 0.00 Negative 
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